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Notes:

1. Pipelines from NAPL wells to oil-water

interconnected so either bed

separator double contained. Pipeline
from treatment system to INJ-01 single-

walled.
2. All treatment equipment will be

located on concrete containment pad.

3. GAC-granular activated carbon

can be primary bed
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